The present paper discusses on a seismic performance of braces of sport halls reinforced by hysteretic dampers installed in the longitudinal direction. Based on the elasto-plastic dynamic analysis depending on varying input levels, the ductility index, d F, and the seismic performance index, d I s , are re-studied. As numerical parameters, a capacity limit deformation and a yield base shear coefficient of original braces are considered together with the natural period of original substructure and the yield base shear coefficient of added hysteretic dampers, and their effects on the ductility index are investigated. The ductility index of the reinforced structure can be estimated by the strength ratio of hysteretic dampers to those of original braces, and the seismic performance index of the reinforced 
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